CONCRETE METER BOX W/8" OF 3/4" WASHED STONE
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MATERIAL PER PLAN
OR SPECIFICATIONS

CASING PIPE SHALL BE }” MINIMUM
WALL THICKNESS ASTM A53, CLASS 'B’
STEEL PIPE WITH AN INSIDE DIAMETER
AS REQUIRED FOR THE SATISFACTORY
INSTALLATION OF THE CARRIER PIPES
THROUGH THE CASTINGS

COG 115

. CASING INSULATORS SHALL BE

MADE WITH SPECIAL RUNNER
HEIGHTS SO AS NOT TO
INTERFERE WITH PIPE JOINTS.

. ALL CARRIER PIPES MUST HAVE

MECHANICALLY RESTRAINED
JOINTS.

. INSULATOR SPACING SHALL BE

AS REQUIRED BY THE
MANUFACTURER,. HOWEVER, NO
LESS THAN FOUR (4) CASING
INSULATORS SHALL BE
INSTALLED PER LENGTH OF
PIPE.

. CASING LENGTH SHALL EXTEND

A MINIMUM OF 7 FEET BEYOND
THE EDGE OF PAVEMENT OR
CURBING.
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DETAIL
STEEL CASING PIPE
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